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The following deficiencies were noted on the attached plans and specifications: 14U 
 Two sets of properly prepared plans and specifications are required.  Include finish schedule for sides, 

counters, and interior spaces. Provide information on food preparation surfaces, counters, and cabinets. 
 Plans as submitted are not of sufficient detail to complete the review process. 
 Include a site plan showing location of unit with respect to commissary.( Access to commissary, storage area 

hand sink, 3-compartment sink and mop sink) 
 Include a letter from commissary affording unit storage, access to hand/3-compartment sink and mop sink. 
 The business name must be permanently affixed on two sides of the unit with lettering no less than 3 inches 

in height.  Indicate business name and owner/operator on plans. Each must have space on sides to display 
prices of food, the name and street address of the vendor, and the medallion. 

 Provide a covered garbage container of at least 20 gallons capacity attached to the unit for patron use. 
 Include a diagram of the plumbing system including all tanks, pumps, fixtures and piping.  Hot and cold 

running water under pressure is required. 
 What size and type of material is used for the water supply piping? 
 The minimum size of the fresh water tank is 5 gallons. 
 Provide a hand sink separate from the 2 or 3 compartment sink. 
 A utensil-washing sink is required.  A two-compartment sink is required, however a three-compartment sink is 

recommended.  Each compartment of this sink must be adequate to fully immerse the largest utensil used on 
the unit.  Sink compartments must have rounded internal angles and be free of sharp corners or crevices. 

 The fresh water tank must be constructed of a food grade material. (NSF or equal)   
 Show the location of a water pump with a pressure switch installed in the water supply system.  Gravity 

systems are not acceptable.  Air pressurized water systems must include a food grade on board air pump.  
  
  
 Show the location of fresh water inlet on the unit.  The fresh water inlet must be 3/4 inch in diameter or less.  

The fresh water inlet must be protected from contamination and be of a size and type that will prevent its use 
for any other purpose.  The water tank must be sloped to an outlet that allows complete drainage of the tank.  
The water tank vent, if provided, must terminate in a downward direction and be provided with a protective 
filter or screened if the termination is in an interior space. 

 What is the wastewater tank constructed of? 
 What size and type of material is used for the wastewater drain and vent piping? 
 Provide an atmospheric vent to the outside from the top of the wastewater tank.  
 Provide "P" traps at sink drains. "S" type traps are not acceptable. 
 The wastewater tank must be sloped to the drain.  The wastewater tank must be capable of being completely 

drained during servicing.  The drain outlet must be larger than any other piping in the waste system. 
 The wastewater tank must be at least 6 gallons or 115% of the capacity of the fresh water tank whichever is 

greater.  The waste tank must be permanently installed. 
 A unit cannot exceed four feet in width, eight feet in length and eight feet in height including the unit’s shade 

umbrella or roof if provided.  The unit must be easily movable, controllable, and maneuverable by one person 
when the unit is fully loaded.  The unit cannot be motorized.  A unit must have at least two operable rubber or 
rubber-like wheels which are less than eight inches in diameter.  The bottom of the unit must be at least one 
foot from the ground.   

  
 The interior of the unit must be equipped with cabinets or compartments.  All food contact surfaces must be 

smooth, easily accessible and cleanable.  Units that will dispense non-potentially hazardous beverages must 
be equipped to do so from a closed system or bulk dispensing units or to distribute packaged beverages. 

  
  
 NOTE:  Approval of plans does not constitute approval of the unit.  Inspection of the unit is required 

 for final approval.  
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